
A
B
A
B
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B
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A
B
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USB

PORT 1

PORT 2

PORT 1

RS-485

PORT 2

PORT 3

PORT 4

PORT 5

PORT 6

PORT 7

E1H1

1
2
3
4
5
6
7
8
9

10
11
12

Plug E1Y1 Plug E1Y2 Plug E1Y3 Plug E1Y4 Plug E1Y5 Plug E1Y6 Plug E1Y7 Plug E1Y8

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Multiplying
outputs
module

Plug E1Z1 Plug E1A1 Plug E1A2 Plug E1A3 Plug E1A4

Supply voltage and control
inputs module

220-250V AC/DC 
(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

Control inputs module
220-250V AC/DC

(or other)

AC/DC

+220

+220

-220

-220

AC/DC

Acoustic
output test

TRIP
Acoustic

output test
Failure

AL1, Al2

Acoustic
signalling
quitting

LED
signalling
quitting

Acoustic
interlock

Auxilliary
voltage 1 Signal 1

Signal 2

Signal 3

Signal 4

Signal 5

Signal 6

Signal 7

Signal 8

Signal 9 Signal 17

Signal 10 Signal 18

Signal 11 Signal 19

Signal 12 Signal 20

Signal 13 Signal 21

Signal 14 Signal 22

Signal 15 Signal 23

Signal 16 Signal 24

Plug E1A5 Plug E1A6 Plug E1A7 Plug E1A8 Plug E1G1

Plug E1R1

F1 – Acoustic

signalling TRIP

F2 – Acoustic

signalling Failure

F3 – Acoustic
signalling
Al1, AL2

F4 – Acoustic

signalling Fire

F5 – Acoustic
signalling
Break-in

Acoustic
signalling
blocked

Lack of aux.

voltage 1 or 2

Device fialure
or lack

of aux. volt.

Acoustic control
outputs module

Substation
signalling system
outputs module

Auxilliary
voltage 2

SC -64 SUBSTATION ANNUNCIATOR

Signal 1

Signal 2

Signal 3

Signal 4

Signal 5

Signal 6

Signal 7

Signal 8

Signal 9

Signal 10

Signal 11

Signal 12

Signal 13

Signal 14

Signal 15

Signal 16

Signal 17

Signal 18

Signal 19

Signal 20

Signal 21

Signal 22

Signal 23

Signal 24

Signal 25

Signal 26

Signal 27

Signal 28

Signal 29

Signal 30

Signal 31

Signal 32

Signal 33

Signal 34

Signal 35

Signal 36

Signal 37

Signal 38

Signal 39

Signal 40

Signal 41

Signal 42

Signal 43

Signal 44

Signal 45

Signal 46

Signal 47

Signal 48

Signal 49

Signal 50

Signal 51

Signal 52

Signal 53

Signal 54

Signal 55

Signal 56

Signal 57

Signal 58

Signal 59

Signal 60

Signal 61

Signal 62

Signal 63

Signal 64

Signal 25

Signal 26

Signal 27

Signal 28

Signal 29

Signal 30

Signal 31

Signal 32

Signal 33

Signal 34

Signal 35

Signal 36

Signal 37

Signal 38

Signal 39

Signal 40

Signal 41

Signal 42

Signal 43

Signal 44

Signal 45

Signal 46

Signal 47

Signal 48

Signal 49

Signal 50

Signal 51

Signal 52

Signal 53

Signal 54

Signal 55

Signal 56

Signal 57

Signal 58

Signal 59

Signal 60

Signal 61

Signal 62

Signal 63

Signal 64

Acoustic
signalling

TRIP

Acoustic
signalling
Failure

Acoustic
signalling
Al1, AL2
Acoustic
signalling

Fire
Acoustic
signalling
Break-in

Multi-
plication up
to 15 signals

Multi-
plication up
to 15 signals

F6 – Lack
of aux. or

control voltage


